SECTION 16950 – ELECTRICAL TRAINING

PART 1 – GENERAL

1.1
RELATED SECTIONS:

Refer to Section 11600 for requirements relating to laboratory equipment including fume hoods


Refer to Section 15950 for the requirements relating to items for operating and controlling heating, ventilating, and air conditioning (HVAC) systems and equipment, including energy management and conservation systems (EMCS).

1.2
SCOPE OF SECTION:

This section contains the amount of training contact hours for electrical equipment and systems in Divisions 16.

1.6
DEMONSTRATION OF ELECTRICAL EQUIPMENT:

Unless otherwise specified, the following is the amount of contact hours of instruction the Contractor must provide to train University maintenance personnel in the operation and maintenance of new electrical systems:


A. 
ELECTRICAL:  



16 hours divided into two sessions.


B.
FIRE ALARM SYSTEMS:  



16 hours divided into two sessions.


C.
EMERGENCY POWER SYSTEMS:  



4 hours, one session.


END OF SECTION
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